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SECTION A - PERMIT AUTHORIZATION

Pursuant to a duly submitted gpplication the Kentucky Divison for Air Qudlity hereby authorizes the
condruction and operation of the equipment described herein in accordance with the terms and conditions
of thispermit. This permit has been issued under the provisons of Kentucky Revised Statutes Chapter 224
and regulations promulgated pursuant thereto.

The permittee shdl not congruct, recongtruct, or modify an affected facility without first having submitted
acomplete gpplication and receiving a permit for the planned activity from the Division, except as provided
in this permit or in 401 KAR 52:040, State-origin permits.

Issuance of this permit does not relieve the permittee from the responsibility of obtaining other permits,
licenses, or approvasthat may be required by the Cabinet or other federd, state, or loca agencies.
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SECTION B - EMISSION POINTS, EMISSIONS UNITS, APPLICABLE
REGULATIONS, AND OPERATING CONDITIONS

01(01& 02) Wood Waste Fired Indirect Heat Exchangers

Description:

Equipment: 2 Wood fired indirect heat exchangers
Mode # HY B-600-150-DF

Control Equipment: Multicyclone

Maximum Continuous rating: 28.8 mm BTU/HR each

Congtruction Commence: April 30, 2002

APPLICABLE REGULATIONS:

Regulation 401 KAR 59:015, New indirect heat exchangers, gpplicable to an emissons unit less than 250
mm BTU/hr and commenced on or after April 9, 1972.

Regulation 401 KAR 60:005, which incorporates by reference 40 CFR 60, Subpart Dc, Standards of
performance for smdl indudtria-commercid-inditutional steam generating units, applies to each seam
generaing unit commenced after June 9, 1989 that has a maximum design heet input capacity between
10mmBTU/hr and 200mmBTU/hr.

1. Operating Limitations:

None

2. Emission Limitations:

a. Pursuant to Regulation 401 KAR 59:015, Section 4(1)(c), particulate emission shall not exceed
0.37 I’kMMBTU based on athree hour average. This unit is considered to be in compliance with
the alowable particulate emisson limitation while burning wood.

b. Pursuant to Regulation 40 CFR 60.43c (c¢), emissions shall not exceed 20% opacity based on a
X minute average, except for one six minute period an hour of not more than 27% opecity.

c. Theseunits are conddered to be in compliance with the dlowable SO,, PM and opacity limitations
while burning wood.

d. Pursuant to Regulation 401 KAR 59:015, Section 5(1)(c), sulfur dioxide emissons shdl not
exceed 2.30 IkMMBTU based on a twenty-four-hour average while burning wood.

3. Teding Requirements:

The permittee shal determine the opacity of emissons from the stack usng U.S. EPA Reference
Method 9 annualy, or more frequently if requested by the Divison.
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SECTION B — EMISSION POINTS, EMISSIONS UNITS, APPLICABLE
REGULATIONS, AND OPERATING CONDITIONS (CONTINUED)

4.  Monitoring Reguirements:

Particulate, sulfur dioxide, and visible emissions as measured by methods referenced in
401 KAR 50:015, documents incorporated by reference, Section 1, shal not exceed the respective
limitations pecified herein.

5.  Recordkeegping Requirements:

The permittee shdl record and maintain records of the amount of wood fud combusted by the boiler
on adaily basis, in accordance with Regulation 40 CFR 60, Subpart Dc.

6. Reporting Requirements:

See Section C, General ConditionsC.1, C.2, and F.

7. Control Equipment Operating Conditions:

a. The multicyclone shdl be operated as necessary to maintain compliance with the permitted
emisson limitations, in accordance with the manufacturer’ s gpecifications and/or good engineering
practices.
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SECTION B - EMISSION POINTS, EMISSIONS UNITS, APPLICABLE
REGULATIONS, AND OPERATING CONDITIONS (CONTINUED)

Emisson Unit: 03 (01) Wood working oper ations
Description:  Wood processing rate: 5000 board-feet/hr
Congtruction Commenced: 2001
Control Equipment: Multicyclone and Baghouse

APPLICABLE REGULATIONS
Regulaion 401 KAR 59:010, New process operations (gpplicable to an emission unit commenced on or
after July 2, 1975)

Regulation 401 KAR 63:010, Fugitive Emissons

1. Operating Limitations:
None

2. Emisson Limitations:
a) Pursuant to Regulation 401 KAR 59:010, particulate matter emissons generated from the
wood being processed shall not exceed [3.59 ( P) %%?] Ibs’hr based on athree-hour average
where P is the processing rate in tong/hr.

b) Pursuant to Regulation 401 KAR 59:010, any continuous emissionsinto the open air shal not
equal or exceed twenty percent (20%) opacity for more than three (3) minutes. The opacity
of which is measured in accordance with Reference Method 9, incorporated by referencein
401 KAR 50:015.

c) Theeffidency of thefilter unit shal be maintained at 99.9%.
Compliance Demonstration Method:

a) Peformance tests, where required, used to demondtrate compliance with the particul ate metter
gandard as listed above shdl be conducted in accordance with Reference Method 5,
incorporated by reference in 401 KAR 50:015.

b) In determining compliance with the opacity standard as listed above, the owner or operator
ghall use Reference Method 9.

3. Testing Requirements:

See Section C, Generd Condition F.1.

4. Monitoring Reguirements:

See Section C, Generd Condition F.1.
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SECTION B - EMISSION POINTS, EMISSIONS UNITS, APPLICABLE
REGULATIONS, AND OPERATING CONDITIONS (CONTINUED)

5. Recor dkeeping Requir ements:

See Section C, General ConditionsB.1, B.2, and F.1.

6. Reporting Requir ements:

See Section C, Genera ConditionsC.1, C.2, and F.2.

7. Control Equipment Operating Conditions:

a) The multicyclone and baghouse shdl be operated as necessary to maintain compliance
with the permitted emisson limitations, in accordance with the manufacturer’ s specifications
and/or good engineering practices.
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SECTION C - GENERAL CONDITIONS

A.

1.

Administrative Reguirements

The permittee shal comply with dl conditions of this permit. Noncompliance shal be aviolation of
401 KAR 52:040, Section 3(1)(b) and is grounds for enforcement action including but not limited to
the termination, revocation and reissuance, or revision of this permit.

This permit shdl remain in effect for a fixed term of ten (10) years following the origind dete of
issuance. Permit expiration shdl terminate the source's right to operate unless atimely and complete
renewa application has been submitted to the Divison at least Sx months prior to the expiration date
of the parmit. Upon atimely and complete submittd, the authorization to operate within the terms and
conditions of this permit, indluding any permit shield, shdl remain in effect beyond the expiration date,
until the renewd permit isissued or denied by the Divison [401 KAR 52:040, Section 15].

Any condition or portion of this permit which becomes suspended or isruled invaid as aresult of any
legd or other action shdl not invalidate any other portion or condition of this permit
[Cabinet Provisons and Procedures for Issuing State-Origin Permits, Section 1a, 11].

This permit may be revised, revoked, reopened, reissued, or terminated for cause. Thefiling of a
request by the permittee for any permit revision, revocation, reissuance, or termination, or of a
notification of a planned change or anticipated noncompliance shdl not stay any permit condition
[Cabinet Provisions and Procedures for Issuing State-Origin Permits, Section 1a, 4 and 5).

This permit does not convey property rights or exclusve privileges [Cabinet Provisons and
Procedures for Issuing State-Origin Permits, Section 13, §].

Nothing in this permit shal dter or affect the ligbility of the permittee for any violation of goplicable
requirements prior to or a the time of permit issuance [401 KAR 52:040 Section 11(3)].

This permit shdl be subject to sugpenson a any time the permittee fails to pay dl fees within 90 days
after notification as specified in 401 KAR 50:038, Air emissons fee. The permittee shal submit an
annua emissons certification pursuant to 401 KAR 52:040, Section 20.

Recor dkeeping Reguirements

Records of dl required monitoring data and support information, including cdibrations, maintenance
records, and origind strip chart recordings, and copies of dl reports required by the Divison for Air
Qudity, shdl be retained by the permittee for a period of a least five years and shdl be made
available for ingpection upon request by any duly authorized representative of the Divison for Air
Quality [401 KAR 52:040 Section 3(1)(f)].

The permittee shdl perform compliance certification and recordkesping sufficient to assure
compliance with the terms and conditions of the permit. Documents, including reports, shdl be
certified by aresponsible officid [401 KAR 52:040, Section 21].
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SECTION C - GENERAL CONDITIONS (CONTINUED)

C.

1.

D.

Reporting Requirements

a.  Inaccordance with the provisons of 401 KAR 50:055, Section 1 the permittee shdl notify the
Regiond Office listed on the front of this permit concerning Sartups, shutdowns, or mafunctions
asfollows.

I.  When emissons during any planned shutdowns and ensuing startups will exceed the
gandards, naotification shall be made no later than three (3) days before the planned
shutdown, or immediately following the decison to shut down, if the shutdown is due to
events which could not have been foreseen three (3) days before the shutdown.

ii. When emissions due to mafunctions, unplanned shutdowns and ensuing Sartups are or may
be in excess of the sandards, natification shdl be made as promptly as possble by telephone
(or other approved eectronic media) and shal cause written notice upon request.

b. The permittee shdl prompily report deviations from permit requirementsinduding those atributed
to upset conditions (other than emission exceedances covered by 1.a aove), the probable cause
of the deviation, and corrective or preventive measures taken; to the Regiond Office listed on the
front of this permit within 30 days. Other deviations from permit requirements shal be included
in the semiannud report [Cabinet Provisions and Procedures for Issuing State-Origin Permits,
Section 5, 3].

The permittee shdl furnish information requested by the cabinet to determine if cause exids for
modifying, revoking and reisuing, or terminating the permit; or compliance with the permit. [Cabinet
Provisions and Procedures for Issuing State-Origin Permits, Section 13, §].

Summary reports of monitoring required by this permit shdl be submitted to the Regiond Office liged
on the front of this permit & least every sx (6) months during the life of this permit. For emisson units
that were still under construction or which had not commenced operation at the end of the 6-month
period covered by the report and are subject to monitoring requirements in this permit, the report shal
indicate that no monitoring was performed during the previous Sx months because the emisson unit
was not in operation.

The summary reports are due January 30th and July 30th of each year. All reports shdl be certified
by arespongble officid [401 KAR 52:040, Section 21]. All deviations from permit requirements
ghdl be clearly identified in the reports.

| nspections

In accordance with the requirements of 401 KAR 52:040, Section 3(1)(f) the permittee shdl alow
authorized representatives of the Cabinet to perform the following during reasonable times:

a. Enter upon the premises to ingpect any facility, equipment (including ar pollution control
equipment), practice, or operation;
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SECTION C - GENERAL CONDITIONS (CONTINUED)

=

b. To access and copy any records required by the permit:

c. Ingpect, a reasonable times, any facilities, equipment (including monitoring and pollution control
equipment), practices, or operations required by the permit. Reasonable times are defined as
during al hours of operation, during norma office hours; or during an emergency.

d. Sample or monitor, at reasonable times, substances or parameters to assure compliance with the
permit or any gpplicable requirements.

Emer gencies/Enfor cement Provisions

The permittee shdl not use as defense in an enforcement action, the contention that it would have been
necessary to hdt or reduce the permitted activity in order to maintain compliance [Cabinet Provisons
and Procedures for Issuing State-Origin Permits, Section 1a, 3].

An emergency shdl condiitute an affirmative defense to an action brought for the noncompliance with

the technology-based emission limitations if the permittee demongtrates through properly signed

contemporaneous operating logs or relevant evidence that:

a.  Anemergency occurred and the permittee can identify the cause of the emergency;

b. The permitted facility was a the time being properly operated;

c. During an emergency, the permittee took dl reasonable steps to minimize levels of emissons that
exceeded the emissions standards or other requirements in the permit; and

d. The permittee notified the Divison as promptly as possble and submitted written notice of the
emergency to the Divisgon within two working days after the time when emisson limitations were
exceeded due to the emergency and included a description of the emergency, steps taken to
mitigate emissons, and corrective actions taken.

Emergency provisons listed in Generd Condition E.2 are in addition to any emergency or upset
provision contained in an applicable requirement.

In an enforcement proceeding, the permittee seeking to establish the occurrence of an emergency shdl
have the burden of proof.

Compliance
Periodic testing or instrumental or non-insrumenta monitoring, which may congst of record kegping,

shdl be performed to the extent necessary to yidd reliable data for purposes of demondtration of

continuing compliance with the conditions of this permit. For the purpose of demondration of

continuing compliance, the following guiddines shdl be followed:

a. Pursuant to 401 KAR 50:055, Generd compliance requirements, Section 2(5), dl ar pollution
control equipment and al pollution control measures proposed by the gpplication in reponse to
which this permit isissued shdl be in place, properly maintained, and in operation at any time an
affected facility for which the equipment and measures are designed is operated, except as
provided by 401 KAR 50:055, Section 1.
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SECTION C - GENERAL CONDITIONS (CONTINUED)

b. All the ar pollution control sysems shal be maintained regularly in accordance with good
engineering practices and the recommendations of the respective manufacturers. A log shal be
kept of al routine and non-routine maintenance performed on each control device.

c. A log of the monthly raw materid consumption and monthly production rates shal be kept
avalable a thefacility. Compliance with the emission limits may be demondrated by computer
program, spread sheets, calculations or performance tests as may be specified by the Division.

2. Pursuant to 401 KAR 52:040, Section 19, the permittee shdl certify compliance with the terms and
conditions contained in this permit by January 30th of each year, by completing and returning a
Compliance Certification Form (DEP 7007CC) (or an gpproved dternative) to the Regiona Office
listed on the front of this permit in accordance with the following requirements:

a. ldentification of the term or condition;

b. Compliance status of each term or condition of the permit;

C. Whether compliance was continuous or intermittent;

d. The method used for determining the compliance status for the source, currently and over the
reporting period, and

e. For an emissonsunit that was till under construction or which has not commenced operation at
the end of the 12-month period covered by the annua compliance certification, the permittee shdll
indicate that the unit is under congtruction and that compliance with any applicable requirements
will be demongrated within the timeframes specified in the permit.

f. The cetificaion shal be posmarked by January 30th of each year. Annud compliance
certifications should be mailed to the following addresses:

Divigon for Air Quality Divison for Air Qudlity
Hazard Regiond Office Centrd Files

233 Birch Street, Suite 2 803 Schenkd Lane

Hazard, KY 41701 Frankfort, KY 40601-1403

3. Peamit Shidd - A permit shield shdl not protect the owner or operator from enforcement actions for
violating an gpplicable requirement prior to or a the time of permit issuance. Compliance with the
conditions of this permit shal be consdered compliance with al:

(8 Applicable requirements that are included and specificdly identified in this permit; or
(b) Non-gpplicable requirements expresdy identified in this permit.
G. Condgruction Reguirements:

1. Pursuant to 401 KAR 52:040, Section 12(3), unless construction is commenced on or before 18
months after the date of issuance of this permit, or if congtruction is commenced and then stopped
for any consecutive period of 18 months or more, or is not completed within a reasonable timeframe
then the congtruction and operating authority granted by this permit for those affected facilities for
which condruction was not completed shdl immediately become invdid. Upon awritten request, the
cabinet may extend these time periodsiif the source shows good cause.
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SECTION C - GENERAL CONDITIONS (CONTINUED)

2.

Pursuant to 401 KAR 52:040, Section 12(4)(a) and 401 KAR 59:005, Generd provisons, Section
3(1), within 30 days following construction commencement, within 15 days following start-up and
attainment of maximum production rate, or within 15 days following the issuance date of this permit,
whichever is later, the owner and/or operator of the affected facilities goecified on this permit shdl
furnish to the Regiond Office listed on the front of this permit, with a copy to the Divison's Frankfort
Centrd Office, the following:

a. Date when congtruction commenced, (See Genera Condition G.1).

b. Start-up date of each of the affected facilities listed on this permit.

c. Daewhen maximum production rate was achieved, (See Generd Condition G.3.b).

a. Pursuant to 401 KAR 59:005, Genera provisons, Section 2(1), this permit shal dlow time for
theinitid start-up, operation and compliance demondration of the affected facilities listed herain.
However, within 60 days after achieving the maximum production rate at which the affected
facilities will be operated, but not later than 180 days after initid start-up of such fadilities, the
owner or operator shal demondrate compliance to a duly authorized representetive of the
Dividon.

b. Pursuant to 401 KAR 59:005, Generd provisons, Section 3(1)(b), unless natification and
judtification to the contrary are recaeived by this Division, the date of achieving the maximum
production rate at which the affected facilities will be operated shdl be deemed to be 30 days
after initid gart-up.

Operaion of the affected fadilities authorized by this permit shal not commence until compliance with
gpplicable sandards specified herein has been demongtrated in accordance with the requirements of
401 KAR 52:040, Section 12(4)(b). Until compliance is demondirated, the source may only operate
for the purpose of demonstrating compliance.



